INTRODUCTION
Panel radiators are widely used components of heating systems in the region of Central Europe. An important requirement, among others, for an efficient operation of a radiator is maintaining of an optimal value of heating water volume flow rate. This optimal value is calculated from nominal heating output, which is measured in an official test facility and its value must be provided by the manufacturer in the official product data sheet. This nominal value is consequently recalculated for real design conditions according to a valid standard method, e.g. [3] . If the optimal value of volume flow rate is exceeded, the overall heating output is almost not affected; the only remarkable change would be in the temperature difference on the radiator and in higher pressure losses and thus higher energy consumption of the pump. This is a well known fact for heating radiators, more on this phenomenon can be found e.g. in [4] . However, there is very little opportunity to check the real value of the volume flow rate on-site, because a specialized measurement fitting is needed, which represents additional costs for the investor. Therefore, a method using observation of a heating radiator with a thermal imaging device was investigated, in order to find out the possibilities of this approach for real applications (i.e. solid metering device independent, fast on-site check of radiators' effectiveness related to volume flow rate).
DESCRIPTION OF EXPERIMENTAL EQUIPMENT
Experiments were carried out in laboratories of Department of Environmental Engineering, CTU in Prague. Fundamental components are the radiator, controlled heat source, infra-red (IR) camera and PC with analyzing software [2] . Besides the surface temperature of a radiator measured by the IR camera, additional environment properties, such as ambient air temperature, humidity and reflected temperature, must have been monitored for a correct interpretation of obtained thermal signal. Explanation is related to the basic theory of thermographic measurement, more details can be found for example in [2] . The nominal heating output was recalculated to actual heating output of a radiator using a standard procedure, based on DIN 4703-3 [3] , described for instance in [4] . A heat source with a unique design was created for this research project, it is capable of keeping the inlet water temperature t win within a range of ± 0, Figure 1 . Radiator chosen for this study was of the type 10 (i.e. one panel, no additional surface area enhancement) using top-bottom opposite end (TBOE) connection with dimensions of 500 x 1000 mm (height x length). Its basic properties, provided by the manufacturer, can be seen in [6] . 
EXPERIMENTAL METHOD
Behavior of the radiator was studied for two levels of inlet water temperature t win . These levels are 75 °C, which corresponds to the nominal conditions according to CSN EN 442-2 [5] (75/65/20 °C -i.e. t win /t wout /t air -water inlet/water outlet/ambient air temperature) and 55 °C, which corresponds to design conditions for low temperature heating systems (55/45/20 °C). Respective heating outputs for these conditions can be found in technical data sheet of the radiator's manufacturer [6] . Based on these nominal heating outputs, volumetric flow rates for desired t win and real ambient air temperature were calculated. After reaching a steady state with volume flow rate derived from nominal heating output, the volume flow rate was gradually changed using a STAD type control valve.
Resulting thermal images, each with actual volume flow rate and temperature conditions can be seen in Figure 2 .
DISCUSSION
As can be seen in Figure 2 , the increase of volume flow rate affects the resulting surface temperature field. Auxiliary lines have been added to images for easier comparison. The main change occurs at the lower left corner of the radiator -the higher flow rate the sharper "tooth" disruption in the temperature field. Very interesting comparison provides the first image for t win =75 °C (top left) and the last image for t win =55 °C (bottom right). The volume flow rate is the same for both cases (V w =0,043 m 3 /h), the only difference is the inlet water temperature. For t win =75 °C, the value of 0,043 m 3 /h corresponds with the nominal and thus optimal value for this temperature range. For t win =55 °C, the value of 0,043 m 3 /h is almost two times higher than the recalculated nominal flow rate of 0,022 m 3 /h for this case, which explains the radical difference between these two images of temperature field. It should be mentioned, that all conclusions are based on a full set of thermal images for known values of volume flow rate. For real applications, there will be just one image of a radiator's temperature field for evaluation of the actual flow rate related effectiveness, which would require more sophisticated methodology, probably based on higher number of studied cases.
CONCLUSION
Based on obtained thermal images for studied cases (radiator 10-500x1000 TBOE, inlet water temperatures 75 an 55 °C), it can be stated, that changes of volume flow rate on principle affect the surface temperature pattern observed by the infrared camera. The main change was observed at the left bottom side of a radiator (water inlet was from the top left corner). The tooth-shaped disruption of temperature field is easily visible for flow rates higher than 15 % compared to nominal value recalculated to real conditions.
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